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8’ GROUND ROD &

#4 COPPER

EXPOSE 2"  

ABOVE GRADE

1.  CONCRETE BASE MUST BE LEVEL

2.  SET 4" ABOVE FINAL GRADE

3.  INSTALL AN 8’ GROUND ROD & #4 COPPER

4.  PROVIDE 95% COMPACTION UNDER AND

    AROUND THE CONCRETE BASE

1" - 2"

2"


